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SPOKANE SCHOOL DISTRICT SUMMARY SHEET

District Maintenance Facility

This facility did not label their PCB SFD, the drum and "pail” containing capacitors and
did not mark the containers with a PCB label or the start accumulation date. There were
no inspection records for the SFC (according to Dan Ganyo, they don't inspect SFD).

Also huge gaps in the manifests they provided. They have only manifests for when their

electricians did the work. The removal work done by contractors/others, they have no
documentation on. Also no annual documents, inspection reports, etc. for their assumed-
to-be PCB transformers.

Sacajawea Middle School

Had intact, non-leaking assumed-to-be PCB ballasts. Also one transformer, assumed to
be PCB (no label, entrance to area was not marked).

Jefferson Elementary School

All intact, non-leaking, non-PCB caps.

Hutton Elementary School

All intact, non-leaking, non-PCB caps

Ferris High School

Assumed-to-be PCB transformers, no labels, entrances not marked. One area with
staining on the wall where previous transformer had leaked. District said they had the
area sampled after we inspected and it came back non-PCB but Mr. Madsen did not
provide the analytical results.

Adams Elementary School

All intact, non-leaking, non-PCB capacitors

Mullan Road Elementary School

All intact, non-leaking, non-PCB capacitors



Bancroft BI/CAPE Preschool

All intact, non-leaking, non-PCB capacitors

/Shad]e Park High School

Assumed-to-be PCB transformers, not labeled, entrance not labeled. There were
assumed-to-be capacitors thoughout the areas we inspected. Only leak was in the libarary.

Shaw Middle School

Assumed-to-be PCB transformers, not labeled, entrance not labeled. In the hallway
outside Room 151, there was a ballast that contained a new cap but the leaks from the old
cap (PCB content unknown) had not been cleaned up.

V(}lover Middle School

Leaking caps: 1) main hallway just outside the office; 2) room 104; 3) room 108;4) room

115; main hallway next to room 127; 5) room 156;6) room 158; 7) the library; 8) room
149 - all caps.

Assumed-to-be PCB transformers, not labeled, entrance not labeled.

\4{0ger§ High School

All caps in room 142 had ruptured and were assumed-to-be PCB; leaking capacitors in
room 154.



